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This paper discusses the objectives and results of a multiyear R&D project to improve the modeling accuracy for the detailed
calculation of the Japanese Sodium-cooled Fast Reactor (JSFR), although the preliminary design of JSFR is prepared using
conventional methods. For detailed design calculations, new methods are required because the JSFR has special features, which
cannot be accurately modeled with existing codes. An example is the presence of an inner duct in the fuel assemblies. Therefore,
we have developed new calculational and experimental methods in three areas: (1) for neutronics, we discuss the development of
methods and codes to model advanced FBR fuel subassemblies, (2) for fuel materials, modeling and measurement of the thermal
conductivity of annular fuel is discussed, and (3) for thermal hydraulics, we describe advances in modeling and calculational
models for the intermediate heat exchanger and the calculational treatment of thermal stratification in the hot plenum of an FBR
under low flow conditions. The new methods are discussed and the verification tests are described. In the validation test, measured
data from the prototype FBR Monju is partly used.

1. Introduction

Many scenarios of possible energy futures foresee an impor-
tant role for nuclear power. Acceptance of nuclear power with
large-scale contributions to the world’s energy mix depends
on satisfaction of key drivers to enhance sustainability in
terms of economy, safety, adequacy of natural resources,
waste reduction, and nonproliferation. Fast reactors with re-
cycle significantly enhance the sustainability indices. There-
fore, due to their flexibility to produce new fissile material
and/or to reduce the amount of waste and its impact on the
environment, fast reactors are needed to make nuclear power
a truly long term option.

Japan has a long track record of maintaining a commit-
ment to fast reactor technology. Considerable efforts have
been focused on innovative design approaches to achieve op-
timal safety, waste minimization, enhanced proliferation re-
sistance, and economical competiveness. Studies carried out

over the past decade [1, 2] have concluded that these objec-
tives could be achieved. All types of fast reactor designs were
considered, including advanced loop and pool configura-
tions, various fuel types and coolants, and complete costs
over the entire life cycle. The system chosen in Japan for de-
tailed design is a sodium-cooled fast reactor known as the
Japan Sodium-cooled Fast Reactor (JSFR), a two-loop, ox-
ide-fueled system rated at an electrical output of 1,500 MW
[3–5]. In Figures 1 and 2 are illustrated a 3D view of the plant
arrangement and a schematic of the primary and secondary
sodium loops. In this JSFR, technical innovations such as a
large fuel assembly using large-diameter fuel pins stacked
with annular pellets, an inner duct to discharge molten fuel
during a hypothetical core destructive accident, and a tall
steam generator using straight, double-wall heat transfer
tubes are adopted [6].

Technological innovation in the fields of safety and re-
liability is the key for commercialization of fast reactor for
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Figure 1: Schematic of JSFR-1500, showing the 2-loop arrangement with straight-tube heat exchangers, and with the primary pumps
integrated into the Intermediate Heat Exchanger (IHX) (reproduced from [7]).
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Figure 2: Primary and secondary circuits of JSFR-1500 (only 1 of 2 loops shown) (reproduced from [7]).
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sustainable development. It is pursued in a wide range of
scientific and technical area, including nuclear data, reactor
physics, engineering design, and methods of validation and
qualification.

Monju will produce a wealth of physics and performance
as well as operational experience data. Efforts that make use
of these data and provide the feedback needed to improve the
designs of future fast reactors are a must. In particular, data
and computer code Verification, Validation, and Uncertainty
Qualification (V&V, UQ) with the help of theoretical and
experimental studies will be most beneficial. In this paper,
therefore, the development of calculation and experiment
methods relevant to the reactor physics, fuel, and thermal hy-
draulics is described. Main focus is the application of the
result to the design of an advanced commercial type sodium-
cooled fast reactor.

To design the FBRs of the future, it is a requirement that
one is able to calculate the physical characteristics accurately,
that is, without the need of mock-up experiments. This re-
quires advanced modeling tools. High-priority issues are the
modeling of neutronics, fuel and structural materials, and
thermal-hydraulics. In the present paper, these fields are in-
troduced independently. However, in the future the models
will be coupled to properly analyze and evaluate the overall
behavior of the plant.

In the area of neutronics, the application of transport
theory for full-core calculations requires accurate treatment
of highly heterogeneous subassemblies. Therefore we are
focusing on improvements of cell calculations: a hyperfine
group treatment allows to explicitly treat all effects of cross-
section resonances, while the use of advanced transport the-
ory methods allows to explicitly treat highly heterogeneous
subassemblies. In the area of fuel materials, we are focusing
on the accurate modeling of advanced fuels in which particles
are dispersed to improve material properties, especially the
thermal conductivity. Furthermore, we are developing mea-
surement technology for the pre- and postirradiation analy-
sis of fuel pellets. Finally, in the area of thermal-hydraulics we
are targeting several long-standing issues, that is, the poorly
understood degradation of heat exchange in the Intermediate
Heat Exchanger under low flow conditions, as well as the
accurate 3D simulation of the temperature field in the hot
plenum above the core from the standpoint of maintenance,
reliability, component lifetime, and safety.

2. Neutronics Calculation Methods

The calculation methods for the commercial type Fast Breed-
er Reactor (FBR) have been developed based on deterministic
methods. As the nuclear data we selected the JENDL-4.0
nuclear data set (Japan Evaluated Nuclear Data Library v4.0)
since the core performance parameters of various fast reactor
cores and critical assemblies calculated with JENDL-4.0 are
closer to the measured data than the results of JENDL-3.3.
Figure 3 shows the ratio of calculation to measurement (C/E
ratio) of keff of several fast systems, comparing JENDL-3.3
and JENDL-4.0. In particular, JENDL-4.0 improves the un-
derestimation of keff for uranium-fueled cores compared to
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Figure 3: Comparison of the C/E ratio for keff, using JENDL-
3.3 and JENDL-4.0 for several fast systems (reproduced from
[8]). Vertical bars indicate experimental uncertainties. BFS: critical
facility at IPPE (Russia, [9]); FCA: Fast Critical Assembly at JAEA
Tokai; ZPPR: Zero Power Plutonium Reactor at Idaho National Lab,
SNEAK: Schnelle Null-Energie-Anordnung Karlsruhe (Fast Zero-
Power Facility Karlsruhe, Germany).
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Figure 4: Prediction of SVR with JENDL-3.3 and JENDL-4.0 for se-
veral configurations of the BFS facility in IPPE (Russia [9]) (Repro-
duced from [8]). Vertical bars represent experimental uncertainties.
HEU/IEU/LEU: High/Intermediate/Low Enriched Uranium; MOX:
Mixed Oxide, that is, uranium–plutonium oxide fuel.

JENDL-3.3 (results of the BFS facility in Figure 3). Figure 4
shows the improvement of the prediction of the Sodium Void
Reactivity (SVR) by JENDL-4.0 compared to JENDL-3.3 for
several uranium-fueled configurations of the BFS facility.
The prediction of the SVR is considerably improved. For
other critical assemblies (e.g., ZPPR and SEFOR), a small im-
provement was found.

To obtain effective groupwise cross sections, the
SLAROM-UF code has been selected. (SLAROM is a lattice
analysis code developed by JAEA; UF stands for UltraFine.)
Traditionally in Japan, effective cross-sections are calculated
in 70 energy groups with the SLAROM and SRAC codes, us-
ing equivalence theory with a Dancoff factor (Standard Reac-
tor Analysis Code, a modular code system for thermal reactor



4 Science and Technology of Nuclear Installations

Inner fuel

Outer fuel

Blanket

Shield 1

Shield 2

Control rod

Backup rod

6.77 m

Figure 5: Core map of JSFR-1500 [6].

analysis developed by JAEA). In this kind of calculation,
the problem-specific composition and geometry can only be
taken into account partially, because the group cross-sections
are calculated with a fixed neutron energy spectrum (weight
flux) rather than a full problem-dependent neutron energy
spectrum. Mutual self-shielding effects are also neglected.

The SLAROM-UF code has been developed by JAERI [10,
11] to treat ultrafine energy groups, using up to a hundred
thousand groups below 50 keV. (JAERI: Japan Atomic Energy
Research Institute, one of the predecessors of the present
JAEA, Japan Atomic Energy Agency). The use of ultrafine en-
ergy groups leads to an improvement not only for the
criticality calculations but also for the SVR [9, 12].

The commercial-size JSFR is a 1,500 MWe fast reactor
with a core of 6.77 m diameter and 1.5 m height, as shown in
Figures 5 and 6. In the case of a severe accident in a tradi-
tionally designed core the molten fuel may accumulate in
some part of the core, and cause a recriticality. To prevent the
occurrence of recriticality, there is an inner duct installed in
each fuel assembly. In case of accidents, the molten fuel flows
upward through the inner duct, and a recriticality is pre-
vented.

Thus the JSFR fuel assembly has a complicated form, and
the accurate description of the assembly should be taken into
account when calculating assembly averaged cross-sections.
To calculate the homogenized cross-sections, the Method of
Characteristics (MOC) has been used because the complex
geometry can be taken into account accurately. The effects of
heterogeneities on the assembly-averaged cross-sections are
taken into account by the MOC calculation.

Shield
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Gas plenum

Molten fuel flow

Inner duct

Figure 6: JSFR fuel assembly with internal duct (so-called modified
FAIDUS concept, FAIDUS: Fuel Assembly with Inner DUct Struc-
ture) [13].

For ultrafine group calculations, the modeling options
in SLAROM-UF are limited to one spatial dimension (1D):
the presence of the inner duct cannot be treated. For this
reason, it was chosen to incorporate the BACH code (Be-
neficial Advanced Characteristics code for Hexagonal geom-
etry [14]), a 2D MOC code for hexagonal geometry. In the
new system, SLAROM-UF acts as a cross-section production
module, producing effective cross-sections in a 70-group
structure, while BACH is used to determine an accurate flux
distribution and cross sections to be used in the core cal-
culations (see Figure 7; more information about the codes
mentioned in the figure is given later).

In order to verify the accuracy of the BACH code, we have
compared the keff values and the intra-assembly reaction rate
distributions. Figures 8 and 9 compare the U-238 capture
rate distributions, calculated by the BACH code and the con-
tinuous-energy Monte-Carlo code MVP, in a fuel assembly of
Monju and in a JSFR assembly, respectively. Good agreement
is found for both assemblies, which shows the accuracy of the
BACH code. In Figure 8, the fuel pins have been grouped into
three groups labeled A, B, and C. This grouping is introduced
to take into account the differences in self-shielding. The
influence of the wrapper tube and the interassembly sodium
is small for pins in group A, but larger for pins in groups
B and C. Therefore, three sets of multigroup cross-sections
were calculated representing three different levels of self-
shielding.
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Figure 7: Flow chart of a reactor physics calculation.
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Figure 8: U-238 Capture Rate Distribution in a Monju fuel assembly. Fuel pins are grouped into three groups (A, B, and C) to take into
account the difference in self-shielding between fully surrounded fuel pins and fuel pins near the wrapper tube and interassembly sodium
channel.

By default, assembly averaged cross sections are calcula-
ted assuming an infinite lattice of repeating assemblies. For
special assemblies, such as control rod assemblies, color set
calculations are used, as shown in Figure 10.

After the preparation of homogenized cross sections, core
calculations are performed with transport theory. The code
NSHEX is a nodal Sn transport code, described in more
detail in [15]. It is capable of treating Hexagonal-Z geometry

with several options for the nodal expansion order and Sn
quadrature sets. In this figure the diffusion code CITATION-
FBR also appears. (An improved version for FBR applications
of the traditional diffusion code CITATION; CITATION-
FBR is developed by JAEA). This code is used in triangular-Z
geometry. CITATION-FBR is capable of using anisotropic
diffusion coefficients. This allows one to take into account ef-
fects of anisotropy in the case of a voided lattice, and so forth.
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Figure 9: U-238 Capture Rate Distribution in a JSFR fuel assembly. Fuel assemblies are grouped into three groups to take into account the
influence of the wrapper tube and sodium channels on the self-shielding.
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Figure 10: Color set calculation.

The code NSHEX can only treat isotropic scatter, while of
course the angular flux in NSHEX can be anisotropic.

3. Calculation and Experiment Methods for Fuel

3.1. Calculation of the Thermal Conductivity of Particle
Dispersing Fuels. The thermal conductivity of nuclear fuels is
one of the most important properties concerning reactor
safety. The Japanese code CEDAR [16] estimates the behavior
of fast reactor fuels during irradiation using the thermal
conductivity in addition to other material properties. In
fast reactors, the centerline temperature of MOX fuel pellets
increases up to the melting temperature of the MOX and
a hole appears in the central part of the pellet early in the
irradiation period. This is caused by the high heat flux

and low thermal conductivity of the MOX fuel matrix [17–
19]. The high heat flux combined with a steep temperature
gradient has other effects, including the formation of cracks,
redistribution of Fission Product (FP) and Trans-Uranium
(TRU) atoms, the formation of precipitates of fuel and FP
atoms in the middle part of the pellet, and the formation of
a so-called Joint Oxide Gaine (JOG) at the pellet-clad in-
terface. To improve the thermal conductivity, it has been
proposed to disperse particles with a high thermal conduc-
tivity in the MOX matrix. In a previous study a Gd2O3-dis-
persed UO2 fuel was proposed to improve the thermal con-
ductivity of UO2 pellets [20]. LWR fuel additives have many
restrictions from the viewpoint of the capture of thermal
neutrons; however, for FRs there are less limitations concern-
ing additives, since the capture cross section of the concerned
isotopes usually decreases with increasing neutron energy. In
the present study, we investigated dispersion parameters such
as particle size, shape, and concentration, in an effort to im-
prove the thermal conductivity of the MOX fuel pellet in the
early stages of irradiation. The particles are assumed to be
randomly distributed. The effect of the dispersed particles
after long irradiation is being investigated.

3.1.1. Calculation Procedure. The radial temperature distri-
butions in pellets with dispersed particles were calculated
using a FEM-based approach. The general FEM analysis for
temperature distributions requires the solution of thermal
transfer equations by considering several factors such as ther-
mal diffusivity, heat capacity, material density, and heat ge-
neration [21].

In this study, systems containing distributed spherical pa-
rticles, needle-like particles, and flat particles within the ma-
trix were considered (see Figure 11). The MOX pellets are
10 mm in diameter and 10 mm in height. The dispersed
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Figure 11: Dispersed particle shapes in the pellet matrix: (a) spherical balls, (b) needles, and (c) flat plates.

Te
m

p
er

at
u

re
(K

)

(%)

1340

1320

1300

1280

1260

0 2 4 6 8 10

Content

Figure 12: Centerline temperature as a function of particle content
(spherical particles, 100 μm in diameter).

particles are spherical balls of 30–500 μm in diameter, needles
of 100 × 100 × 500μm in dimension, and flat plates of
500×500×100μm. The heat source for the MOX matrix and
the external temperature of the pellet was fixed for the ca-
lculations. In the present study it is assumed that the thermal
conductivity of the dispersed particles is ten times higher
than that of the MOX matrix [17–19].

3.1.2. Results and Discussion. For the spherical particles the
dependence of the pellet centerline temperature on the con-
centration of the particles was analyzed. Figure 12 shows the
centerline temperature for pellets with a particle content ran-
ging from 0 to 10 vol%. The centerline temperature decreases
linearly with particle content. From this result the centerline
temperature is effectively decreased by increasing the amount
of dispersed particles. The amount to be used will be de-
termined by the required performance of the fuel pellet.

The dependence of the centerline temperature on the size
of the particles was investigated using a dispersion of spher-
ical balls with diameters ranging from 30 to 500 μm. The
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Figure 13: Centerline temperature as a function of the diameter of
the spherical particles (3 vol% content).

result is illustrated in Figure 13, which shows the results for a
total amount of dispersed particles of 3 vol%. At this volume
fraction of particles, the pellet centerline temperature is more
or less constant as a function of the size of the particles. This
means that the contribution to the overall heat transfer of the
pellet is determined by the volume fraction of the dispersed
particles. However, the temperature distribution becomes
less smooth as the diameter of a particle increases. As seen in
Figure 14, the region near the particles has a low temperature
and the area far from particles has a high temperature.
Therefore, to minimize thermal stress and retain the integrity
of the pellet, the size of dispersed particles must not be too
large and 100 μm or less is recommended.

The centerline temperatures of pellets with dispersed
spherical balls, needles, or flat plates were calculated. The dif-
ferences in the centerline temperature upon the addition of
spherical balls, needles, and plates were small. For the for-
mation of particles, spherical dispersed particles are recom-
mended.
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Figure 14: Temperature distribution inside a pellet cross with different sizes of the spherical dispersed particles (3 vol% content).

3.2. Measurement of the Thermal Conductivity of the Annular
Pellet. The current fast reactor fuel pellet has a low smear
density but the pellets to be used in a demonstration reactor
will be annular with a high density. It is difficult to measure
the thermal conductivity of an annular pellet with a thermal
diffusivity measurement with a conventional laser flash me-
thod. The method is especially problematic in a hot cell,
since it requires a disk-shaped sample with a surface cross
section of 1 or 2 cm2 and a thickness of about 1 or 2 mm. It is
very difficult to prepare such samples for measurement from
irradiated annular pellets. In the present study, the thermal
conductivity of an annular pellet was measured using the hot
disk method.

The hot disk method is one of the transient plane source
methods developed by Gustavsson [21]. In this method, a
flat sensor is placed between the plane surfaces of two meas-
urement samples. The sensor is made of Kapton and uses
embedded double spiral wires made of Ni. One of the wires
is used to heat the sample and the other is used to measure
the temperature of the sample. The temperature change is
inferred from the change of the electrical resistance of one of
the Ni wires, while the other wire provides a constant power
supply. By analyzing the temperature change, the values of
thermal conductivity and the heat capacity of the samples
are obtained simultaneously. The merit of this method is that
it provides a rapid and simultaneous measurement. The de-
merit is that it requires two samples, and the difficulty of
high temperature measurements caused by the instability of
the coated materials of the sensor. Sensors for liquid samples
and large solid samples with hypothetically infinite axial
dimensions have been developed, but a sensor for annular
pellets has not yet been developed. The research presented
here targets the development of a hot disk sensor for annular
pellets.

3.2.1. Experimental Method. Simulated annular pellets of
CeO2 with an outside diameter of 8 mm and a central hole
with a diameter of 2 mm were made using the SPS (Spark
Plasma Sintering) method. After the SPS step, the sample was

heated in air at 1873 K for 20 hours in order to compensate
the reduction during the SPS step. Solid CeO2 pellets were
also made, and their thermal conductivity was measured us-
ing the hot disk method using a conventional sensor. For
comparison, measurements were also made using the laser
flash method. In the laser flash method, the thermal dif-
fusivity of the sample was measured with the laser flash ap-
paratus and the thermal conductivity was estimated from the
following:

λ = α · CP · ρ, (1)

where λ is the thermal conductivity, α is the thermal dif-
fusivity, Cp is the heat capacity, and ρ is the density.

A hot disk sensor for annular pellets was developed. The
sensor has two spiral Ni wires of 7.5 mm diameter with a cen-
tral hole of 2 mm diameter as shown in Figure 15(a). After
the surface of the samples was polished, the sensor was placed
between two CeO2 samples during the measurement as
shown in Figure 15(b).

3.2.2. Results and Discussion. Table 1 shows the thermal con-
ductivity of the samples measured with various methods as
well as the literature value for comparison [22]. Since the
thermal conductivity depends on the porosity of the sample,
the measured values were normalized to those for 100%
theoretical density (TD) using the Maxwell-Eucken equation
[23]:

λP = λ0(1− P)/
(
1 + Pβ

)
, β = 0.5, (2)

where λp is the thermal conductivity of porosity P (= 1 −
I/100), and λ0 is the thermal conductivity of the material at
100% TD.

Although all normalized values are a little lower than the
literature values, the value of the thermal conductivity of the
annular pellet obtained by the hot disk method using the an-
nular sensor agrees well with those of normal pellets obtained
by the hot disk method using a conventional sensor and by
the laser flash method. This agreement shows the accuracy of
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(a)

Sample

(b)

Figure 15: (a) Hot disk sensor for annular pellets and (b) measurement of the CeO2 annular pellets with the sensor.

Table 1: Thermal conductivity of CeO2 pellets measured with several measurement methods.

Sample configuration
Density method

Annular 89% TD hot disk
method with the annular

sensor

Normal 83% TD hot disk
method with the normal

sensor

Normal 83% TD laser flash
method

Literature value (100%TD)

Thermal conductivity
(W/mK) (as
measured)

9.60 8.66 8.60

Thermal conductivity
(W/mK) (normalized
to 100% TD)

11.4 11.3 11.2 12.6

the hot disk method with an annular sensor. As this method
does not require cutting of the pellets, this method can be ap-
plied to the measurement of irradiated annular pellets in a
hot cell.

4. Thermal Hydraulics

In order to apply the state-of-the-art technology in the area
of thermal hydraulics to the design of the next generation re-
actor, thermal hydraulic calculations with CFD codes (Com-
putational Fluid Dynamics) are used from the standpoint of
V&V with Monju data; especially, calculations inside of the
Intermediate Heat Exchanger (IHX) and the thermal strat-
ification in the upper plenum are targeted. These are com-
mon key issues for the design of large sodium-cooled reac-
tors. Since the IHX has a complex configuration with thou-
sands of heat transfer tubes, the precise 3D calculation is
very difficult. Heat exchange in the IHX under low flow con-
ditions has been found to be difficult to predict. Thermal
stratification should also be evaluated under low flow rate
conditions (e.g., natural circulation).

4.1. Modeling of the IHX. The IHX of Monju is illustrated in
Figure 16. The primary sodium enters the shell from a noz-
zle about halfway up the axial length of the IHX and flows
upward in an annular space between the shell and the inner
shroud. One flow window is provided in each 60-degree
sector. High-temperature sodium should be distributed

equally to these windows. For this reason, a flow distribution
mechanism consisting of many small holes is provided about
half-way up between the nozzle and the flow windows, as
illustrated in Figure 17. The flow rate distribution through
the different window positions is shown in Figure 18. Be-
cause of the distribution of the flow holes over the annulus,
the flow distribution is almost uniform over a wide range of
flow rates. After entering through the flow window, the sodi-
um flows downward exchanging heat between the primary
and the secondary side. There are more than 3000 heat tran-
sfer tubes, supported by 7 rectifying plates and 2 tube sheets.
Therefore, there are 8 “steps” of the heat transfer regions in
the IHX. The rectifying plate has holes through which the
heat transfer tubes pass, as well as holes for the sodium flow.

Because of the aforementioned configuration, a CFD
mesh of the whole IHX is very difficult. Therefore, a 1/6 sec-
tor model is discussed. The whole shell and two of the heat
transfer regions are modeled based on the design. Calcula-
tions are performed to confirm the flow distribution in the
heat transfer regions. The result of the calculation indicates
that the primary sodium distribution is almost uniform.

The calculated result of one 60-degree sector with heat
transfer tubes is shown in Figure 19. It is seen that the flow
on the primary side of the IHX is rather uniform in low flow
conditions. The next step is a corresponding calculation tak-
ing into account the heat transfer between the primary and
the secondary side. This work is presently ongoing.
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Figure 16: Schematic of the IHX of Monju.

4.2. Thermal Stratification Calculation in the Upper Plenum.
The analysis of the occurrence of thermal stratification in the
upper plenum of the Monju reactor is the subject of a Co-
ordinated Research Program (CRP) organized by the IAEA.
Temperature distributions in the upper plenum of the re-
actor vessel were measured at Monju when the plant was
scrammed from a partial load condition during a turbine trip
test at 40% of nominal electrical output (45% of nominal
thermal output). The primary heat transport system (HTS)
and the secondary HTS were cooled by the forced circulation
after the reactor trip with small capacity motors, so-called
pony motors. The flow rates in the three primary and sec-
ondary HTSs decreased to approximately 1/10 of the full
power conditions. This test and its results are summarized in
the report by Yoshikawa and Minami [23] as a document of
the IAEA CRP.

There are two problems in the IAEA CRP benchmark.
One is the total flow rate from the core to the upper plen-
um. The other problem is configuration of the flow-holes
provided on the inner shroud in the reactor vessel. The total
flow rate from each group of subassemblies specified in the
IAEA benchmark calculation is approximately 97% of the
measured flow rate at the Monju plant. This discrepancy was
identified when the test data by Miyakawa [24] was inves-
tigated. The outlet temperatures from each group of sub-
assemblies in the IAEA benchmark are measured, except for
the shielding subassemblies, for which calculated tempera-
tures are used. Therefore, the boundary conditions for the
IAEA benchmark are somewhat hybrid (combination of

Window

Holes

Primary sodium inlet

Figure 17: Flow distribution mechanism in the annulus of the IHX
vessel.

calculated and measured data). The total amount of energy
input into the upper plenum is underestimated if the total
flow rate does not include the bypass flow rate. There is a
possibility that this may be caused by the boundary condi-
tions of flow rate and temperature, which are different from
the actual situation.

In order to maintain consistency of the boundary con-
ditions from the point of view of the amount of energy tran-
sferred into the upper plenum, a 1D analysis has been con-
ducted using the NETFLOW++ code developed by Mochi-
zuki [25]. NETFLOW++ was used to calculate the outlet
flow rates and temperatures of all the assemblies in the core.
This data was then used in a 3D CFD analysis of the hot plen-
um. The calculation was conducted using ANSYS FLUENT
12.0 [26]. The calculational mesh is shown in Figure 20,
taking into account almost all internals of the Monju reactor
and the configuration of the flow holes. Since the precise
roundness of the edges of the flow-holes is not known, a
rounded edge with a radius of 20 mm (R20) is assumed in
the present study. The friction factor of a rounded flow hole
saturates above a given roundness. Thus, it is expected that
the calculated result is not very sensitive to the actual round-
ness of the flow holes. In earlier work, Mochizuki et al. [27]
assumed that the flow-holes had a chamfered configuration.
It was shown that the presence of chamfer has a considerable
effect on the temperature distribution in the hot plenum.
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Figure 18: Flow rate distribution at the different window positions.
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Figure 19: Flow pattern on the primary side of the shell of IHX.

Figure 21 illustrates the behavior of the thermal stratifi-
cation interface during the first 10 minutes of the transient.
The temperature is distributed in three layers, that is, a low-
temperature layer, a mixing layer, and a high-temperature
layer. Although there are some parts where the temperature
distribution does not completely match with the measured
result, good agreement has been obtained in general. The
thermal stratification interface is defined as the surface be-
tween material regions at different temperatures (the low

Figure 20: Tetrahedral mesh configuration in the plenum (25
million).

Table 2: Movement of the thermal stratification interface between
measurement and calculation.

Elapsed time (sec) Measured result (m) Analytical result (m)

60 −5.38 −5.43

120 −4.82 −4.86

180 −4.51 −4.46

240 −4.37 −4.32

420 −4.09 −4.06

600 −4.06 −3.99

temperature area below the interface and the mixing area
above the interface). This interface moves up during the
transient. A comparison of the elevation of the thermal stra-
tification interface between calculation and measurement is
shown in Table 2. As expected from the results in Figure 20,
the movement of the thermal stratification interface is well
predicted by the CFD model.
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Figure 21: Comparison between measured results and calculation
taking into account the flow-hole with rounded edge, heat capacity
of UIS, and boundary conditions at the outlet of the subassemblies.

5. Conclusion

In this paper, we have given an overview of recent develop-
ment work on calculational and experimental methods to
support the design and analysis of the commercial size (Ja-
panese) Sodium-cooled Fast Reactor (JSFR). This reactor
has unique design features, and new methods have been de-
veloped to enable highly accurate modeling of JSFR. In the
area of neutronics, methods have been devised to treat the
complex fuel subassemblies, based on a hyper-fine group
calculation for self-shielding and MOC for geometrical treat-
ment. Modeling has been improved for particle dispersion
MOX pellets, and for annular pellets, a special annular sensor
has been developed to measure the thermal conductivity
with a hot disk method. In the area of thermal hydraulics,
calculation accuracy of difficult problems, for example, the
intermediate heat exchanger and thermal stratification in the
hot plenum under low flow conditions, has been improved
by the combined use of 1D and 3D CFD models. In all cases,
the trade-off between modeling accuracy and practical us-
ability has been optimized. At present, Verification, Valida-
tion, and Uncertainty Qualification of all proposed methods
is on-going, using measurement data from the prototype
FBR Monju.
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